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DOOR SCHEDULE DOOR SCHEDULE
Door Card Glass Frame Frame Door Door Fire | Door HW Existing OR Door Card Glass Frame Frame Door Door Fire | Door HW Existing OR
Mark Type Closer Reader Type Type Width Height Material Material Rating Set# Exterior Door Description Mark Type Closer Reader Type Type Width Height Material Material Rating Set# Exterior Door Description
3'-0" 1'-019/32" 148E D1 Closer Card F2 3'-0" 7' -0" HM HM 3.0
101 D4 Closer F2 3'-01/16" |7'-0" AL GL 1.0 STOREFRONT ENTRY Reader
DOOR - FULL LITE 12" AT 148F D3 Closer TYPED |F2 3'-0" 7' -0" HM HM 45 MIN 15.0
BOTTOM 148G D1 Closer Card F2 3-0" 7'-0" HM HM 3.0
103 D1 F1 3'-0" 7' -0" HM SC 19.0 Reader
104 D1 F1 3'-0" 7' -0" HM SC 14.0 148H D7 AS SPEC [14'-0" 14' - 0" NA NA 27.0 1-3/8" thick polystyrene
104A D1 F1 3'-0" 7' -0" HM SC 20 MIN 21.0 insulated, stucco embossed
104B D1 F1 30" 7-0" HM sC 22.0 27 gauge steel exterior with
105 D3 |Closer TYPEB F1 30" 70" HM sC 24.0 light ribbed pattern.
106 D1 F1 3. 0" 70" HM sC 19.0 148L D7 AS SPEC [14'-0" 14' - 0" NA NA 27.0 _1-3/8" thick polystyrene
insulated, stucco embossed
107A D3 TYPED |EXISTING |3'-0" 7'-0" HM HM 45 MIN 15.0 27 gauge steel exterior with
FRAME light ribbed pattern.
107B D3 TYPED |EXISTING 3'-0" 7-0" HM HM 45 MIN 15.0 148M |D7 AS SPEC [14'-0" 14'- Q" NA NA 27.0 1-3/8" thick polystyrene
FRAME insulated, stucco embossed
107C D1 F2 3'-0" 7' -0" HM HM 7.0 EXISTING DOOR 27 gauge steel exterior with
107D D1 F2 3'-0" 7'-0" HM HM 7.0 EXISTING DOOR light ribbed pattern.
107E D7 AS SPEC 10'-0" 12'- 0" AS SPEC AS SPEC 27.0 1-3/8" thick polystyrene 149 D1 Closer F2 3'-0" 7'-0" HM HM 16.0
insulated, stucco embossed 150 D1 Closer F2 3'-0" 7'-0" HM HM 18.0
27 gauge steel ext. with light 151 D1 Closer F2 3-0" 7-0" HM HM 18.0
ribbed pattern. 152 D1 F2 4-0" 7-0" HM HM 20.0
107F D7 AS SPEC 10'-0" 12'- 0" AS SPEC AS SPEC 27.0 j-3/8" thick polystyrene 154A DA F2 3" 70" HM HM 200
insulated, stucco embossed
27 gauge steel ext. with light 154B D5 F4 6-0" 8'-0" ASSPEC  |AS SPEC 27.0 EXTERIOR SHOP
ribbed pattern. INSULATED OVERHEAD
107G D7 AS SPEC 10'-0" 12'- 0" AS SPEC AS SPEC 27.0 1-3/8" thick polystyrene COILING DOOR
insulated. stuceo embossed 200  |D1 Closer F2 3-0" 7'-0" HM HM 5.0 EXTERIOR DOOR STOP AND HOLD
27 gauge steel ext. with light DOOR LATCH TO EXT. WALL
ribbed pattern. REQUIRED; 180 DEGREE
107H D1 AS SPEC 6'-0" 7' -0" AS SPEC AS SPEC 25.0 DOOR SWING
107K D1 ASSPEC 6'-0"  |7'-0" ASSPEC | AS SPEC 25.0 201 D1 (Closer F2 Al A AL AN AN doMIN 40
107L)5 D1 F2 3-0" 7-0" HM HM 12.0 EXISTING DOOR $(2)1A Bg Eg 2, - 8" ; - 8,, m m 12'8
107N D7 AS SPEC [10'-0 12'-0 ASSPEC  ASSPEC 27.0 gn?tﬁ?atfa'::;Cl;tﬂggstg:r?ggssed T3 o8 o T 5o M M 130 TRAINING TOWER METAL
27 gauge steel ext. with light ACCESS PANEL
ribbed pattern. T4 D8 F5 3'-0" 5-0" HM HM 13.0 TRAINING TOWER METAL
107P D7 ASSPEC [10'-0"  |12'-0" AS SPEC  |AS SPEC 27.0 1-3/8" thick polystyrene ACCESS PANEL
insulated, stucco embossed T5 D8 F5 3'-0" 5-0" HM HM 13.0 TRAINING TOWER METAL
27 gauge steel ext. with light ACCESS PANEL
ribbed pattern. T6 D8 F5 3'-0" 5-0" HM HM 13.0 TRAINING TOWER METAL
107R D7 AS SPEC [10'-0" 12'- 0" AS SPEC  |AS SPEC 27.0 1-3/8" thick polystyrene ACCESS PANEL
insulated, stucco embossed T7 D8 F5 3'-0" 5-0" HM HM 13.0 TRAINING TOWER METAL
27 gauge steel ext. with light ACCESS PANEL
ribbed pattern.
111 D3 TYPEB |F1 3'-0" 7' -0" HM SC 24.0
112A D1 F1 3'-0" 7' -0" HM HM 11.0
113 D1 F1 3'-0" 7' -0" HM SC 11.0
114A D1 F1 3'-0" 7' -0" HM SC 19.0
114B D1 F1 3'-0" 7' -0" HM HM 8.0
115 D4 F2 3'-0" 7' -0" AL GL 1.0 EXISTING DOOR
117 D1 F1 3'-0" 7' -0" HM SC 14.0
118A D4 Closer AS SPEC 3'-0" 7'-91/2" AL GL 1.0 STOREFRONT ENTRY
DOOR - FULL LITE 12" AT
BOTTOM
118B D4 Closer AS SPEC 3'-0" 7'-91/2" AL GL 1.0 STOREFRONT ENTRY
DOOR - FULL LITE 12" AT
BOTTOM
119A D4 Closer F2 3'-0" 7' -0" AL GL 1.0
120A D5 F3 3'-6" 8 -0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED
120B D5 F3 3'-6" 8 -0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED
120C D5 F3 3'-6" 8 -0" AS SPEC AS SPEC 27.0 OVERHEAD ROLLING
DOOR-AS SPECIFIED
124 D1 F1 3'-0" 7' -0" HM SC 22.0
125 D1 F1 3'-0" 7' -0" HM SC 22.0
126 D1 F1 3'-0" 7' -0" HM SC 22.0
127 D1 F1 3'-0" 7' -0" HM SC 22.0
128 D1 F2 4'- Q" 7' -0" HM HM 6.0
129 D1 F1 3'-0" 7' -0" HM SC 22.0
130 D1 Closer F1 3'-0" 7' -0" HM SC 20 MIN 21.0
131 D1 F1 3'-0" 7' -0" HM SC 22.0
132 D1 F 3-0 r-o AM SC 22.0 GENERAL NOTES DOOR SCHEDULE ABBREVIATIONS DOOR SCHEDULE NOTES GLAZING MATERIAL TYPES
133 D1 F1 3'-0" 7' -0" HM SC 22.0
134 D1 Closer F1 3-0" 7'-0" HM SC 20 MIN 21.0 1. REFER TO FINISH SCHEDULE FOR ALL FINISH AL = ALUMINUM ALL DOORS TO BE 1 3/4" UNLESS NOTED A FLOAT OR PLATE GLASS: CLEAR: GLAZING
135 D1 F1 3'-0" 7' - 0" HM SC 220 MATERIAL AND FINISH LOCATIONS ALL ~ OTHERWISE. QUALITY; 1/4" THICK MINIMUM.
SURFACES EXPOSED TO VIEW ARE TO BE DBL = DOUBLE DOORS
136 D1 F1 3-0" 7'-0" HM SC 22.0 PAINTED PER SPECIFICATIONS DIVISION 9 FIELD VERIFY ALL DIMENSIONS. B. SAFETY GLASS; CLEAR, FULLY TEMPERED;
HM = HOLLOW METAL DOOR/ OR FRAME 1/4" THICK MINIMUM.
137 D1 F1 3-0" 7'-0" HM SC 22.0 2. HOLLOW METAL FRAMES IN CMU/CONCRETE PROVIDE PANIC HARDWARE. SEE SPECS,
138 D1 F1 30" 70" HM SC 220 WALLS TO BE BITUMINOUS BACK COATEDAND [ X = INDICATES LABEL, CLOSER OR ELECT. DOOR HARDWARE SECTION 8.71.00. C.  1-5/16" LAMINATED / INSULATED BASIC LEVEL
GROUT FILLED. PROVIDE CONDUIT LOCK IS INCLUDED D /LARGE MISSILE HURRICANE IMPACT
139 D1 F1 3'-0" 7' -0" HM SC 22.0 RACEWAYS FOR ELECTRONIC WIRING PRIOR PROVIDE DOOR CLOSURE & LATCHING GLAZING, LOW "E"
140 DI 0 7o Hu sc 220 TOFRAUE GROUTNG PROWDEASDIONAL | WA = NOTAPPLCABLS s e e s
140A D1 Closer F1 3-0" 7' -0" HM SC 20 MIN 17.0 THE DOOR / FRAME MANUFACTURER. STL = GALVANIZED STEEL
140B D1 Closer F1 3'-0" 7'-0" HM SC 20 MIN 17.0 3. ALL DOORS TO BE 1 3/4" UNLESS NOTED sc = SOLID CORE WOOD DOOR NOTE: REF SPECIFICATIONS FOR ADDITIONAL
140C D1 Closer F1 3'-0" 7'-0" HM HM 5.0 OTHERWISE\ INFORMATION ON GLASS TYPES.
CR = ACCESS CONTROL CARD READER
141 D1 F2 3-0" 7'-0" HM HM 5.0 4. FIELD VERIFY ALL DIMENSIONS
142 D1 F1 3'-0 r-o HM SC 19.0 5, REFER TO SPECIFICATION SECTION 08800 FOR et CLAZING
143 D3 TYPEB |F1 3'-0" 7'-0" HM SC 14.0 GLAZING TYPES AND MATERIALS. G = GATE
144 D3 Closer TYPEB |F1 3 -0 -0 HM SC 24.0 6.  ALLDOORS IN MASONRY OPENINGS SHALL G = SLIDE GATE
145 D1 F2 3-0" 7 -0" HM HM 23.0 MATCH BLOCK COURSING.
146 D1 F2 3'-0" 7'-0" HM HM 12.0 7. FIRE RATED GLAZING SHALL NOT BE WIRED
147 D2 F4 6'- 0" 7'-0" HM HM 2.0 GLASS.
148A » |D1 Closer F2 3-0" 7'-0" HM HM 8.0 8. CONTRACTOR TO COORDINATE DOORS &
1488 D7 AS SPEC [14'-0"  [14'-0" AS SPEC  |AS SPEC 27.0 DVIOES. POWER AND RELATES HTEMS TO
148C \ D7 AS SPEC 14'-0" 14' - 0" AS SPEC AS SPEC 27.0 ENSURE COMPLETE INSTALLATION AND
148D /|D7 ASSPEC [14'-0"  |14'-0" ASSPEC  |AS SPEC 27.0 PUNCTIONAL OPERATION.
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1! CAUTION !!!

EXISTING OVERHEAD UTILITIES IN VICINITY CONTRACTOR SHALL EXERCISE
EXTREME CAUTION WHEN WORKING NEAR ELECTRIC FACILITIES

11 WARNING !

THE ENGINEER ASSUMES NO RESPONSIBILITY FOR THE ACCURACY OF THE
LOCATION OF UNDERGROUND UTILITIES. THE CONTRACTOR SHALL BE
RESPONSIBLE FOR LOCATION AND AVOIDING ALL EXISTING UTILITIES BY
CALLING THE "ONE CALL" LOCATOR SERVICE AT 1.800.344.8377 (DIG TESS) OR
1.800.245.4545 TEXAS ONE CALL AT LEAST 48 HOURS PRIOR TO CONSTRUCTION.
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BUILDING INFORMATION

RENOVATION = 5,373 SF
NEW CONSTRUCTION = 10,208 SF
TOTAL = 15,581 SF
TALLEST POINT OF BUILDING = 26'
TALLEST POINT OF TRAINING TOWER = 33'
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111 WARNING !I! \O GRAVITY SEWER LINE INSTALL 12" X 2" SERVICE SADDLE
THE ENGINEER ASSUMES NO RESPONSIBILITY FOR THE ACCURACY OF THE :/ 3 = REFER TO WATER SERVICE DETAL ¢
LOCATION OF UNDERGROUND UTILITIES. THE CONTRACTOR SHALL BE | \\ (FIELD VERIFY LOCATION AND DEPTH) 7 = == fon 2
RESPONSIBLE FOR LOCATION AND AVOIDING ALL EXISTING UTILITIES BY APPROX I FOR DOMESTIC USE
CALLING THE "ONE CALL" LOCATOR SERVICE AT 1-800-344-8377 (DIG TESS) OR CITY OF LONGVIEW N = 6887800.93
1-800-245-4545 TEXAS ONE CALL AT LEAST 48 HOURS PRIOR TO CONSTRUCTION. ROW = 60 =/ NI E = 3110227.32
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INSTALL APPROX 35 LF OF 6" C900 PVC FIRE LINE
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T AMES MODEL 1000 DCV GPM
DETECTOR CHECK VALVE ASSEMBLY
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GENERAL NOTES

1.

REFER TO ARCHITECTURAL PLANS TO DETERMINE AREAS OF
DEMOLITION. REMOVE ALL EXISTING ELECTRICAL EQUIPMENT
IN AREAS OF DEMOLITION. REMOVE ALL EXISTING BRANCH
CIRCUIT CONDUIT AND CONDUCTORS THAT PREVIOUSLY
SERVED LIGHT FIXTURES, RECEPTACLES AND EQUIPMENT
REMOVED DURING DEMOLITION. ALL CONDUIT AND
CONDUCTORS SHALL BE REMOVED BACK TO THE PANELBOARD
THAT THEY ARE SERVED FROM.

REFER TO REFLECTED CEILING PLAN ON ARCHITECTURAL
DRAWINGS FOR EXACT LOCATIONS OF CEILING MOUNTED
INTERIOR LIGHT FIXTURES. REFER TO ELEVATIONS ON
ARCHITECTURAL DRAWINGS FOR EXACT LOCATIONS OF
INTERIOR AND EXTERIOR WALL MOUNTED LIGHT FIXTURES.

ALL LIGHTING CONTROL DEVICES AND PROGRAMMING SHALL
COMPLY WITH 2015 |IECC.

INTERCONNECT ALL CEILING MOUNTED MOTION SENSORS,
ROOM CONTROLLERS AND LOW VOLTAGE WALL SWITCHES
LOCATED INA ROOM OR CORRIDOR SO THAT THEY FORM AN
INTEGRATED LIGHTING CONTROL SYSTEM FOR ROOM OR
CORRIDOR.

FOR RESTROOMS, LOBBIES, STAIRWAYS AND CORRIDORS
CEILING SENSORS SHALL OPERATE AS AUTOMATIC 100% ON
AND AS A VACANCY OFF AFTER DETECTING NO OCCUPANTS
FOR 30 MINUTES. FOR ALL OTHER SPACES, CEILING SENSORS
SHALL OPERATE AS AUTOMATIC 50% ON AND VACANCY OFF
AFTER DETECTING NO OCCUPANTS FOR 30 MINUTES. ALL
SPACES WITH CEILING SENSORS SHALL HAVE A MANUAL
SWITCH(ES) TO DIM THE LIGHTS UP/DOWN AND TO ALLOW
OCCUPANTS TO TURN THE LIGHTS ON/OFF.

CONNECT LIGHT FIXTURE TYPES "X1","Z1" AND THOSE WITH AN
"E" SUFFIX TO CIRCUIT L1-42 UNLESS SHOWN OTHERWISE.

PLAN NOTES

PRIOR TO INSTALLATION VERIFY THE EXACT LOCATION AND
CONNECTION REQUIREMENTS FOR ALL EQUIPMENT DESIGNATED BY
PLANNOTES.

1.

WALL MOUNTED MOTION SENSOR WITH INTEGRAL 0-10V
DIMMING (WATTSTOPPER #PW-311). VERIFY THAT IT IS
COMPATIBLE WITH 0-10V LED DRIVERS IN LIGHT FIXTURES TO
BE CONTROLLED BY INTEGRAL DIMMER. PROGRAM SENSOR SO
THAT IT IS MANUAL ON AND VACANCY OFF AFTER DETECTING
NO OCCUPANTS FOR 30 MINUTES. IF MORE THAN ONE
WATTSTOPPER DEVICE #PW-3111S INSTALLED INA ROOM,
CONNECT THEM TOGETHER AS SHOWN IN THE "MULTI-WAY"
WIRING SCHEMATIC IN THE INSTALLATION MANUAL SO THAT ALL
WATTSTOPPER #PW-311DEVICES WILL BE ABLE TO CONTROL
ALL LIGHT FIXTURES LOCATED IN THE ROOM.

EXHAUST FAN.
0-10V DIMMER (PASS & SEYMOUR #CD4FB3LP).

PROVIDE A FAN RATED SWITCH FOR CEILING FAN AND A SINGLE
POLE SWITCH FOR THE FAN LIGHT KIT.

HVLS FAN.
CONNECT TYPE "M1" LIGHT FIXTURES TO CIRCUIT L1-2.

CONNECT LIGHT FIXTURES AND CEILING FAN TO THE SAME
CIRCUIT SERVING RECEPTACLES LOCATED IN ROOM.

MOUNT TYPE "H5" FIXTURES 16'-0" TO BOTTOM OF FIXTURE
ABOVE FINISHED FLOOR.

VERIFY MOUNTING HEIGHT OF TYPE "H5" FIXTURES WITH
OWNER'S REPRESENTATIVE.

ALARM NOTIFICATIONLIGHT. INSTALL A TYPE "D4" LIGHT
FIXTURE AND CONNECT TO CIRCUIT AS SHOWN ON "ALARM
NOTIFICATION LIGHTING CONTROL SCHEMATIC".

Architects and Planners

I.S.K. Reeves V, F.A.LA.
lan A. Reeves, A.lL.A.
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GENERAL NOTES

1.

REFER TO ARCHITECTURAL PLANS TO DETERMINE AREAS OF
DEMOLITION. REMOVE ALL EXISTING ELECTRICAL EQUIPMENT
IN AREAS OF DEMOLITION. REMOVE ALL EXISTING BRANCH
CIRCUIT CONDUIT AND CONDUCTORS THAT PREVIOUSLY
SERVED LIGHT FIXTURES, RECEPTACLES AND EQUIPMENT
REMOVED DURING DEMOLITION. ALL CONDUIT AND
CONDUCTORS SHALL BE REMOVED BACK TO THE PANELBOARD
THAT THEY ARE SERVED FROM.

REFER TO REFLECTED CEILING PLAN ON ARCHITECTURAL
DRAWINGS FOR EXACT LOCATIONS OF CEILING MOUNTED
INTERIOR LIGHT FIXTURES. REFER TO ELEVATIONS ON
ARCHITECTURAL DRAWINGS FOR EXACT LOCATIONS OF
INTERIOR AND EXTERIOR WALL MOUNTED LIGHT FIXTURES.

ALL LIGHTING CONTROL DEVICES AND PROGRAMMING SHALL
COMPLY WITH 2015 |IECC.

INTERCONNECT ALL CEILING MOUNTED MOTION SENSORS,
ROOM CONTROLLERS AND LOW VOLTAGE WALL SWITCHES
LOCATED INA ROOM OR CORRIDOR SO THAT THEY FORM AN
INTEGRATED LIGHTING CONTROL SYSTEM FOR ROOM OR
CORRIDOR.

FOR RESTROOMS, LOBBIES, STAIRWAYS AND CORRIDORS
CEILING SENSORS SHALL OPERATE AS AUTOMATIC 100% ON
AND AS A VACANCY OFF AFTER DETECTING NO OCCUPANTS
FOR 30 MINUTES. FOR ALL OTHER SPACES, CEILING SENSORS
SHALL OPERATE AS AUTOMATIC 50% ON AND VACANCY OFF
AFTER DETECTING NO OCCUPANTS FOR 30 MINUTES. ALL
SPACES WITH CEILING SENSORS SHALL HAVE A MANUAL
SWITCH(ES) TO DIM THE LIGHTS UP/DOWN AND TO ALLOW
OCCUPANTS TO TURN THE LIGHTS ON/OFF.

CONNECT LIGHT FIXTURE TYPES "X1","Z1" AND THOSE WITH AN
"E" SUFFIX TO CIRCUIT L1-42 UNLESS SHOWN OTHERWISE.

PLAN NOTES

PRIOR TO INSTALLATION VERIFY THE EXACT LOCATION AND
CONNECTION REQUIREMENTS FOR ALL EQUIPMENT DESIGNATED BY
PLANNOTES.

1.

10.

WALL MOUNTED MOTION SENSOR WITH INTEGRAL 0-10V
DIMMING (WATTSTOPPER #PW-311). VERIFY THAT IT IS
COMPATIBLE WITH 0-10V LED DRIVERS IN LIGHT FIXTURES TO
BE CONTROLLED BY INTEGRAL DIMMER. PROGRAM SENSOR SO
THAT IT IS MANUAL ON AND VACANCY OFF AFTER DETECTING
NO OCCUPANTS FOR 30 MINUTES. IF MORE THAN ONE
WATTSTOPPER DEVICE #PW-3111S INSTALLED INA ROOM,
CONNECT THEM TOGETHER AS SHOWN IN THE "MULTI-WAY"
WIRING SCHEMATIC IN THE INSTALLATION MANUAL SO THAT ALL
WATTSTOPPER #PW-311DEVICES WILL BE ABLE TO CONTROL
ALL LIGHT FIXTURES LOCATED IN THE ROOM.

EXHAUST FAN.
0-10V DIMMER (PASS & SEYMOUR #CD4FB3LP).

PROVIDE A FAN RATED SWITCH FOR CEILING FAN AND A SINGLE
POLE SWITCH FOR THE FAN LIGHT KIT.

HVLS FAN.
CONNECT TYPE "M1" LIGHT FIXTURES TO CIRCUIT L1-2.

CONNECT LIGHT FIXTURES AND CEILING FAN TO THE SAME
CIRCUIT SERVING RECEPTACLES LOCATED IN ROOM.

MOUNT TYPE "H5" FIXTURES 16'-0" TO BOTTOM OF FIXTURE
ABOVE FINISHED FLOOR.

VERIFY MOUNTING HEIGHT OF TYPE "H5" FIXTURES WITH
OWNER'S REPRESENTATIVE.

ALARM NOTIFICATIONLIGHT. INSTALL A TYPE "D4" LIGHT
FIXTURE AND CONNECT TO CIRCUIT AS SHOWN ON "ALARM
NOTIFICATION LIGHTING CONTROL SCHEMATIC".
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CONTROL SCHEMATIC NOTES

1.

MOUNT CONTACTORS, TIMECLOCKS AND HOA SWITCHES
INSIDE LIGHTING CONTROL SECTION OF SWITGHGEAR "IFS-2".

CONTACTORS SHALL BE EATON #C30CN SERIES. LOAD
CONTACTS SHALL BE RATED FOR 480V,30A. A 2-WIRE CONTROL
MODULE SHALL BE PROVIDED FOR ELECTRICALLY HELD
CONTACTORS. A 3-WIRE CONTROL MODULE SHALL BE
PROVIDED FOR MECHANICALLY HELD CONTACTORS.

TIMECLOCK SHALL BE A TORK #DWZ1008B.

PHOTOCELL SHALL BE A TORK #2001.

HAND-OFF-AUTOMATIC SWITCH (HOA) SHALL BE AN EATON #E22

SERIES.

LIGHTING CONTROL NOTES

1.

1

ALL LIGHTING CONTROL DEVICES AND PROGRAMMING SHALL

COMPLY WITH 2015 IECC.

TIMECLOCK "T1" CONTROLLING THE SIGN SHALL BE
PROGRAMMED TO TURN OFF SIGN AS A FUNCTION OF

AVAILABLE DAYLIGHT VIA THE PHOTOCELL. THE OWNER MAY
HAVE ADDITIONAL REQUIREMENTS DURING NIGHT TIME THAT

THE SIGN WILL BE TURNED OFF. VERIFY REQUIREMENTS WITH

OWNER'S REPRESENTATIVE AND PROGRAM THE TIMECLOCK AS

DIRECTED BY OWNER'S REPRESENTATIVE.

TIMECLOCK "T2" CONTROLLING THE EXTERIOR LIGHTS SHALL
BE PROGRAMMED TO TURN OFF LIGHTS AS A FUNCTION OF
AVAILABLE DAYLIGHT VIA THE PHOTOCELL. THE OWNER MAY
HAVE ADDITIONAL REQUIREMENTS DURING NIGHT TIME THAT
THE LIGHTS WILL BE TURNED OFF. VERIFY REQUIREMENTS

WITH OWNER'S REPRESENTATIVE AND PROGRAM THE

TIMECLOCK AS DIRECTED BY OWNER'S REPRESENTATIVE.

LIGHTING CONTROL SCHEMATIC

NOT TO SCALE

® — L1-40
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FIRE STATION NO.5

CITY OF LONGVIEW

CONSTRUCTION SET

TYPE DESCRIPTION MOUNTING | VOLTAGE OUTPUT MANUFACTURER & "SERIES" NOTES
2'x 4'LED TROFFER, EDGE LIT FLAT PANEL, MATTE WHITE LENS, 0-10V DIMMING, INTEGRAL 5000K S
A1 | OCCUPANCY AND DAYLIGHT SENSOR, DAMP LOCATION RATED RECESSED 1201277V | 6 400 LUMENS METALUX "24FPX
B3 | 2'X2 LED TROFFER WITHCENTER PRISMATIC LENS, 0-10V DIMMING RECESSED 120277V EZOOOOKLUMENS METALUX "22RLN"
C4 | 4FTLEDSTRIP,ROUND FULL FROST LENS, WIDE DISTRIBUTION, 0-10V DIMMING SURFACE 120277V ZOZOOOOKLUMENS METALUX "SNLED"
4FT LED STRIP, ROUND FULL FROST LENS, WIDE DISTRIBUTION, 0-10V DIMMING, INTEGRAL 5000K S
C5 | G RO SURFACE 120277V | S UMENS METALUX "SNLED
C8 | 8FTLEDSTRIP, ROUND FULL FROST LENS, WIDE DISTRIBUTION, 0-10V DIMMING SURFACE 120277V g‘LOOOOKLUMENS METALUX "SNLED"
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 3000K . \
D1 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1% RECESSED 1201277V | 3000 LUMENS PORTFOLIO "LDSQ6B
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 3500K , .
D2 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1% RECESSED 120277V | 1500 LUMENS PORTFOLIO "LDSQ6B
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 3000K . .
D3 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1%, GASKET KIT FOR IP66 RATING RECESSED 1201277V | 3 500 LUMENS PORTFOLIO "LDSQ6B
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 3500K . .
D4 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1% RECESSED 1201277V | 57000 LUMENS PORTFOLIO "LDSQ6B
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 3500K .
D5 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1% RECESSED 120277V | 1500 LUMENS PORTFOLIO "LD6B
6" SQUARE LED DOWNLIGHT WITH BAR HANGERS, SPECULAR CLEAR ALZAK REFLECTOR, 45 DEGREE 4000K A
D6 | BEAMANGLE, SELF FLANGED, 0-10V DIMMING TO 1%, GASKET KIT FOR IP66 RATING RECESSED 120277V | 3000LumMeNs | PORTFOLIO LDGBw/Jj
N NANANANANANAN_A_NA_NA_NA_NAY
F1 | 56"3BLADE FAN, BRUSHED NICKEL FINISHWITH MATCHING BLADES SURFACE 120277V | NA MODERN FAN "IC3-BN-56-NK-NL"
F2 | 56"3BLADE FAN, BRUSHED NICKEL FINISHWITH MATCHING BLADES, LIGHT KIT SURFACE 120277V :13080000KLUMENS MODERN FAN "IC3-BN-56-NK-570"
HIGH BAY, MEDIUM DISTRIBUTION, CLEAR ACRYLIC LENS, 0-10V DIMMING, HOOK MOUNT, FROSTED 5000K -
H5 | REFLECTOR, INTEGRAL OCCUPANCY AND DAYLIGHT SENSOR, IP66 RATING, WHITE FINISH PENDANT 1201277V | 39 000 LUMENS METALUX "BMK
L1 | LEDVANITY LIGHT, SATIN NICKEL FINISH, ACRYLIC DIFFUSER SURFACE 120V S%OOOOKLUMENS DECO LIGHTING "LEDVAN001-18"
AFT. 4 INCH LINEAR FIXTURE, DIRECT/INDIRECT OPTICS, AIRCRAFT CABLE SUSPENDED, 0-10V 3500K . ,
L41 | DIMMING, COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE SUSPENDED 1201277V | 9 300 LUMENS NEO-RAY "S124DIP
AFT, 2 INCH LINEAR FIXTURE, DIRECT/INDIRECT OPTICS, AIRCRAFT CABLE SUSPENDED, 0-10V 3500K . .
L42 | DIMMING, COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE SUSPENDED 120277V | 1900 LUMENS NEO-RAY "S122DIP
AFT, 2 INCH LINEAR RECESSED FIXTURE, SATIN FLUSH DIFFUSER, 0-10V DIMMING, COLOR TO BE 3500K . .
L43 | SELECTED BY OWNER'S REPRESENTATIVE RECESSED 120277V | 5700 LUMENS NEO-RAY "S$122DR
AFT. 2 INCH LINEAR RECESSED FIXTURE, SATIN FLUSH DIFFUSER. 0-10V DIMMING, COLOR TO BE 4000K . .
L44 | SELECTED BY OWNER'S REPRESENTATIVE, DAMP LOCATION RATED RECESSED 120277V | 5 700 LUMENS NEO-RAY "S$122DR
8FT, 2 INCH LINEAR FIXTURE, DIRECT/INDIRECT OPTICS, AIRCRAFT CABLE SUSPENDED, 0-10V 3500K , \
L82 | DIMMING, COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE SUSPENDED 1201277V | 3 800 LUMENS NEO-RAY "S122DIP
8FT, 2 INCH LINEAR RECESSED FIXTURE, SATIN FLUSH DIFFUSER, 0-10V DIMMING, COLOR TO BE 3500K . .
L83 | SELECTED BY OWNER'S REPRESENTATIVE RECESSED 120217V | 5°400 LUMENS NEO-RAY "$122DR
8FT, 2 INCH LINEAR RECESSED FIXTURE, SATIN FLUSH DIFFUSER, 0-10V DIMMING, COLOR TO BE 4000K . .
L84 | SELECTED BY OWNER'S REPRESENTATIVE, DAMP LOCATION RATED SURFACE 1201277V | 5 400 LUMENS NEO-RAY "S$122DR
M1 | VANDAL RESISTANT LED STAIR LIGHTER, INTEGRAL OCCUPANCY SENSOR WALL 120277V 356°0°0KLUMENS FAIL-SAFE "HVSL4"
LED DECORATIVE PENDANT, BRUSHED ALUMINUM FINISH, FROSTED LENS, AIRCRAFT CABLE 3500K
Pl | Senm o SUSPENDED 120277V | 2 UMENS DELRAY #IL7800-500-W30-1-D
LED ROUND INGRADE FLOODLIGHT, ADJUSTABLE OPTICS, MEDIUM FLOOD, CLEAR LENS, STAINLESS 4000K v A
S1 | STEEL FINISH. IPos INGRADE 120277V | {0 LUMENS LUMIERE "3002A
20FT x 5IN SQUARE STRAIGHT STEEL POLE RATED FOR 10EPA AT 80MPH WIND, (2) LED LIGHT FIXTURE, 4000K . .
522 | DIECAST ALUMINUM HOUSING, TYPE IV OPTICS, FIXTURE ORIENTATION AS SHOWN ONDRAWINGS, | POLE 120277V | 19,000LUMENS | LATERE-MASRIATEDISON'GLEON
COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE PER FIXTURE
20FT x 5IN SQUARE STRAIGHT STEEL POLE RATED FOR 10EPA AT 8O0MPH WIND, (3) LED LIGHT FIXTURE, 4000K EIXTURE - McGRAW.EDISON "GLEON"
S23 | DIECAST ALUMINUM HOUSING, TYPE IV OPTICS, FIXTURE ORIENTATION AS SHOWN ON DRAWINGS, POLE 120277V | 19,000 LUMENS B s
COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE PER FIXTURE
3500K -
U3 | 3FTLEDUNDERCOUNTER LIGHT, 0-10V DIMMING SURFACE 120277V | 3 UMENS FAIL-SAFE "UCL
N VM OV OV OV OV OV OV OV VY VY VY VY VY Y VY Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y Y VI OV TV OV VY VYV OV
3500K .
U4 | 4FTLED UNDERCOUNTER LIGHT, 0-10V DIMMING SURFACE 120277V | 3K NS FAIL-SAFE "UCL
W1 | WALLPACK, LED, CUTOFF, TYPE IV OPTICS, COLOR TO BE SELECTED BY OWNER'S REPRESENTATIVE | SURFACE 120277V ‘1‘20800*6 LUMEN LUMARK "AXCL"
EXIT LIGHT, LED, DIECAST ALUMINUM HOUSING, BLACK WITH BRUSHED ALUMINUM FACE, RED .
X1 | LETTERING, NICKEL-CADMIUM BATTERY, SINGLE FACE SURFACE 120277V LED SURE-LITES"CX
GENERAL NOTES:
1. NO LIGHT FIXTURE SUBSTITUTIONS WILL BE ACCEPTED WITHOUT PRIOR APPROVAL.

2. TYPES SHOWN WITH AN "E" SUFFIX CONTAIN AN INTEGRAL OR REMOTE BATTERY BACK FOR EMERGENCY LIGHTING.
3. TYPES SHOWN WITH AN "N" SUFFIX SHALL BE NIGHT LIGHTING ON AN UNSWITCHED CIRCUIT.
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I I

IFS-2
ATS

IFS-1

ELECTRICAL ROOM

SCALE: 3/8" = 1'-0"

GENERAL NOTES

1. REFERTOARCHITECTURAL PLANS TO DETERMINE AREAS OF

DEMOLITION. REMOVE ALL EXISTING ELECTRICAL EQUIPMENT

IN AREAS OF DEMOLITION. REMOVE ALL EXISTING BRANCH

CIRCUIT CONDUIT AND CONDUCTORS THAT PREVIOUSLY

SERVED LIGHT FIXTURES, RECEPTACLES AND EQUIPMENT

REMOVED DURING DEMOLITION. ALL CONDUIT AND
CONDUCTORS SHALL BE REMOVED BACK TO THE PANELBOARD

THAT THEY ARE SERVED FROM.

2.  PROVIDE A STRONG VERSABOX #SM-RBX-PRO-14-BLK AT ALL

LOCATIONS OF A QUADPLEX RECEPTCLE AND DATA OUTLET
MOUNTED AT 72" HIGH. MOUNT VERSABOX INSIDE WALL STUDS
AND MOUNT QUADPLEX AND DATA OUTLETS TO VERSABOX.

PLAN NOTES

PRIOR TO INSTALLATION VERIFY THE EXACT LOCATION AND
CONNECTION REQUIREMENTS FOR ALL EQUIPMENT DESIGNATED BY
PLAN NOTES.

1.

NEMA 5-20R RECEPTACLE MOUNTED ON CEILING FOR
SHORELINE POWER CONNECTION TO TRUCK.

BREATHING AIR MODULE (COMPRESSOR).
50A WELDING OUTLET.

MOUNT RECEPTACLE AND DATA OUTLET 6" ABOVE OF SHELF
ATTACHED TO BED.

MOUNT ALL RECEPTACLES IN THIS ROOM 48" TO CENTER OF
DEVICE UNLESS NOTED OTHERWISE.

PROVIDE (5) CIRCUITS FOR LOW VOLTAGE EQUIPMENT (FIRE

\\P1-20,22,24 \P2-20,22,24

A A A ALARM, SECURITY, ETC.). THESE CIRCUITS SHALL BE
u N u L . u u N | L1-34,36,38,40,42. EXACT LOCATION OF EQUIPMENT WILL BE
DETERMINED DURING CONSTRUCTION.
mpsﬁ e /3 - Bpg_g\ 2 P4-8,10,12
7. COFFEE MAKER. PROVIDE A 208v/20A CIRCUIT SERVED BY A
B — —— — ) 20A/2P GFI CIRCUIT BREAKER.
8. CONNECT ALL RECEPTACLES INROOM TO CIRCUIT NUMBER
| yP537 P57, P37 | pst1  PS88 SHOWN ON COMPLETE FLOOR PLAN BELOW.
Jé; 1 W v @ 9.  30ADRYER RECEPTACLE. CONNECT ASSOCIATED DRYER
p5.39. | o) (TN EXHAUST FAN DEF-1TO CIRCUIT P4-23.
N @ “He TN psgy T rP51214
o5 41 15_1 3 65 G040 63 4 Cadl 10. DISPOSAL. MOUNT A SWITCH TO THE SIDE OF SINK ABOVE
\_3@ P5-13 P5-19 [ig /P5-33 COUNTER TO SERVE DISPOSAL.
g p5-23| |2 ..
] 415 17 g P5-20,22
R N LP5'27 JP5-25 T 11,  RECESSED RING DOWN TELEPHONE. PROVIDE OUTLET BOX AS
G 00 { REQUIRED. VERIFY HEIGHT WITH OWNER'S REPRESENTATIVE.
* /P5-35
B |1
‘?5 = 12.  DISHWASHER.
L \ (@G /*@G [ I —]
P5-4 P5-29 ‘P5-31 13. OVEN.
TYPICAL BUNK ROOM KITCHEN 14.  TWO MICROWAVES MOUNTED IN MILLWORK. PROVIDE A
SCALE- 3/8" = 10" SCALE: 3/8" = 1-0" DEDICATED CIRCUIT FOR EACH MICROWAVE.
15.  RANGE.
16.  TURN UP DATA CONDUITS AND CONDUITS FROM TELEPHONE
L) . AND CABLE UTILITY AT THIS LOCATION.
~ P2-1 ) I )
iiT AN D ﬁl O i 17. CONDENSER.
. P3-2,4,6 @E%’g_\?%"x g : 18. AHU
# TRAINING P2-3 ' = "m ¢ *ﬁ ‘:‘ . .
e @ @ i
SR P3-07 19.  GASWATER HEATER.
| A | n T P3-8,10,12
R () Hh : oG H 20. HOT WATER CIRCULATING PUMP.
| GEA
T L[TT i e 1, ELECTRIC WATER HEATER.
— GEAR =
|| sromses ; é 22.  EXHAUST FAN.
] 4-5 CORRIDOR = AIR 5
- il e & 23.  RADIANT HEATER.
- = 22 ———
e n @ ppql ! | O “&hilP3-14,16,18 e P6-19,21,23
| N : ;
N % pag — = = .2 @
] P4- 7,29 CORRIDOR P4-32 | @ P§-24 P3-26
— . P4-31,33 AN e 4@_ /
u ¢ P2-21 ——(— ) Mb—-(ﬂ)ﬁ’ ” & g =
ADA ) ) ) 34,36 STORAGE
f APPARATUS DA < @XDA P4-7 @ P2-38.40 42 ﬁj /
— Sy &9 Ts] exigrma |
L @ G . =R @ APPARATUS @ @ G
- P3-36 P3-4(
P1-13 /7 2-23. J:/M D;'; -9 %JN?QV P3-38
13 /7] . % o ‘ i
PaS5.37= | _ﬁiﬁ;; Tl 1] ——g 8
P18 Q9 &ﬁéﬂﬁi@ - [T ] e ® &
@ @ G _/ -15 UNK P3-9\ N2 PHYSIGAL
P 0,22,24 ! P1-29 P1-27 Coeal| T . ] B4 @f,’ﬂ JE
|- ) —— [ e
] < <5 @ff’ P1 2-25 Rl P2-39 < . 32 |P6-25,27,29
MDP-9 104 4 ey 3] @ Pt ke — P23 o 4o B PE-31,3338| | o \F3-32 27,
o171 TN G | PE-13.1517 &) €, P67911 ‘ [ ] i rea N g
@EW T MDPHO ; @é?—/r’1-25 -%@N‘@ P2-29|| F2-31 bunx S
p1.5 7 % JWDQ — @-ﬁl P1-40 | | | i& 1 I\
ey °° ° \ #2'27 -U-NK suie L4 | -‘m P3-30
P1-3/ Can RISER : =g | l—l—w . j
s o 2 P2-24.,6 (.- = | ® & P1-42 =
p1-1/ [E8T\ P4-19,21 ér‘ g | 1 He-35] | 4y P4z -
412, \ q:PWP WP
P6-38,40,42 4?7 P6-18,20,22 mi
N
P1-14,16,18 P2-14,16,18 . f

24,

25.

26.

217.

28.

29.

30.

31.

32.

33.

34.

35.

36.

37.

38.

39.

40.

41.

ROOF TOP UNIT.

MAKE UP AIR UNIT.
KITCHEN HOOD.

HOOD CONTROL CABINET.

PROVIDE (5) CIRCUITS FOR LOW VOLTAGE EQUIPMENT (FIRE
ALARM, SECURITY, ETC.). THESE CIRCUITS SHALL BE
P5-34,36,38,40,42. EXACT LOCATION OF EQUIPMENT WILL BE
DETERMINED DURING CONSTRUCTION.

30A DRYER RECEPTACLE. CONNECT ASSOCIATED DRYER
EXHAUST FAN DEF-2 TO CIRCUIT P4-25.

GEAR DRYING CABINET.
EXTRACTOR / WASHER.
UNIT HEATER.

ICE MAKER.

IDF CABINET. MOUNT (2) QUADPLEX RECEPTACLES AT BOTTOM
OF CABINET. CONNECT EACHRECEPTACLE TO A DEDICATED
CIRCUIT (P5-16 & P5-18). INSTALL (4) 2" CONDUITS FROM IDF
CABINET TO LOCATION SHOWN BY PLAN NOTE "16" INROOM 112.

OVERHEAD DOOR OPERATOR.

PROVIDE A JUNCTION BOX ABOVE NEAREST ACCESSIBLE
CEILING FOR DOOR ACCESS CONTROL. SERVE JUNCTION BOX
WITH CIRCUIT P6-12. EXTEND 3/4" CONDUIT FROM JUNCTION
BOX TO DOOR FRAME.

DATA OUTLET MOUNTED ON CEILING. EXTEND 3/4" CONDUIT
FROM DATA OUTLET TO ABOVE ACCESSIBLE CEILING.

EXTEND (3) 2" CONDUITS FROM ACCESSIBLE CEILING INNEW
SECTION OF BUILDING TO ACCESSIBLE CEILING INEXISTING
SECTION OF BUILDING.

EXTEND A 1" CONDUIT FROM THIS LOCATION TO ABOVE
ACCESSIBLE CEILING INROOM 143 FOR SPEAKER WIRING.

SURFACE MOUNT A 12"x12"x12" NEMA-12 JUNCTION BOX ON
PARAPET WALL. EXTEND A 2" CONDUIT DOWN THROUGH WALL
TO ABOVE ACCESSIBLE CEILING INROOM 143. DO NOT
PENETRATE ROOF WITH CONDUIT - CONNECT CONDUIT TO
JUNCTION BOX THROUGH THE PARAPET WALL.

CONNECT EXISTING GAS-FIRED UNIT HEATERS TO CIRCUITS
P5-30 AND P5-32.

DIGITAL BOARD. INSTALL A QUADPLEX RECEPTACLE AND DATA
OUTLET. VERIFY MOUNTING HEIGHT WITH OWNER'S
REPRESENTATIVE.
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TRAINING TOWER
1ST FLOOR

®

SCALE: 3/32" = 1'-0"

GENERAL NOTES

G
P1-17

ELEVATED
MECHANICAL

P2-
o

éﬂm
7

N

26,2

26,2

!

1. REFERTOARCHITECTURAL PLANS TO DETERMINE AREAS OF
DEMOLITION. REMOVE ALL EXISTING ELECTRICAL EQUIPMENT
IN AREAS OF DEMOLITION. REMOVE ALL EXISTING BRANCH
CIRCUIT CONDUIT AND CONDUCTORS THAT PREVIOUSLY
SERVED LIGHT FIXTURES, RECEPTACLES AND EQUIPMENT
REMOVED DURING DEMOLITION. ALL CONDUIT AND
CONDUCTORS SHALL BE REMOVED BACK TO THE PANELBOARD
THAT THEY ARE SERVED FROM.

2.  PROVIDE A STRONG VERSABOX #SM-RBX-PRO-14-BLK AT ALL
LOCATIONS OF A QUADPLEX RECEPTCLE AND DATA OUTLET
MOUNTED AT 72" HIGH. MOUNT VERSABOX INSIDE WALL STUDS
AND MOUNT QUADPLEX AND DATA OUTLETS TO VERSABOX.

\ﬁTo
= p=y

TRAINING TOWER TRAINING TOWER

@BRD FLO"OB : @ROOF —
SCALE: 3/32" = 10 SCALE: 3/32" = 10

8,30

8,30

TRAINING TOWER 2ND FLOOR
AND MECHANICAL MEZZANINE

@

SCALE: 3/32" = 1'-0"

PLAN NOTES

PRIOR TO INSTALLATION VERIFY THE EXACT LOCATION AND
CONNECTION REQUIREMENTS FOR ALL EQUIPMENT DESIGNATED BY
PLAN NOTES.

1.

10.

1.

12.

13.

14.

15.

16.

17.

18.

19.

20.

21.

22,

23.

NEMA 5-20R RECEPTACLE MOUNTED ON CEILING FOR
SHORELINE POWER CONNECTION TO TRUCK.

BREATHING AIR MODULE (COMPRESSOR).
50A WELDING OUTLET.

MOUNT RECEPTACLE AND DATA OUTLET 6" ABOVE OF SHELF
ATTACHED TO BED.

MOUNT ALL RECEPTACLES IN THIS ROOM 48" TO CENTER OF
DEVICE UNLESS NOTED OTHERWISE.

PROVIDE (5) CIRCUITS FOR LOW VOLTAGE EQUIPMENT (FIRE
ALARM, SECURITY, ETC.). THESE CIRCUITS SHALL BE
1.1-34,36,38,40,42. EXACT LOCATION OF EQUIPMENT WILL BE
DETERMINED DURING CONSTRUCTION.

COFFEE MAKER. PROVIDE A 208v/20A CIRCUIT SERVED BY A
20A/2P GFI CIRCUIT BREAKER.

CONNECT ALL RECEPTACLES INROOMTO CIRCUIT NUMBER
SHOWN ON COMPLETE FLOOR PLAN BELOW.

30A DRYER RECEPTACLE. CONNECT ASSOCIATED DRYER
EXHAUST FAN DEF-1TO CIRCUIT P4-23.

DISPOSAL. MOUNT A SWITCH TO THE SIDE OF SINK ABOVE
COUNTER TO SERVE DISPOSAL.

RECESSED RING DOWN TELEPHONE. PROVIDE OUTLET BOX AS
REQUIRED. VERIFY HEIGHT WITH OWNER'S REPRESENTATIVE.

DISHWASHER.
OVEN.

TWO MICROWAVES MOUNTED IN MILLWORK. PROVIDE A
DEDICATED CIRCUIT FOR EACH MICROWAVE.

RANGE.

TURN UP DATA CONDUITS AND CONDUITS FROM TELEPHONE
AND CABLE UTILITY AT THIS LOCATION.

CONDENSER.

AHU.

GAS WATER HEATER.

HOT WATER CIRCULATING PUMP.
ELECTRIC WATER HEATER.
EXHAUST FAN.

RADIANT HEATER.

24,

25.

26.

217.

28.

29.

30.

31.

32.

33.

34.

35.

36.

37.

38.

39.

40.

41.

42.

ROOF TOP UNIT.

MAKE UP AIR UNIT.
KITCHEN HOOD.

HOOD CONTROL CABINET.

PROVIDE (5) CIRCUITS FOR LOW VOLTAGE EQUIPMENT (FIRE
ALARM, SECURITY, ETC.). THESE CIRCUITS SHALL BE
P5-34,36,38,40,42. EXACT LOCATION OF EQUIPMENT WILL BE
DETERMINED DURING CONSTRUCTION.

30A DRYER RECEPTACLE. CONNECT ASSOCIATED DRYER
EXHAUST FAN DEF-2 TO CIRCUIT P4-25.

GEAR DRYING CABINET.
EXTRACTOR / WASHER.
UNIT HEATER.

ICE MAKER.

IDF CABINET. MOUNT (2) QUADPLEX RECEPTACLES AT BOTTOM
OF CABINET. CONNECT EACHRECEPTACLE TO A DEDICATED
CIRCUIT (P5-16 & P5-18). INSTALL (4) 2" CONDUITS FROM IDF
CABINET TO LOCATION SHOWN BY PLAN NOTE "16" INROOM 112.

OVERHEAD DOOR OPERATOR.

PROVIDE A JUNCTION BOX ABOVE NEAREST ACCESSIBLE
CEILING FOR DOOR ACCESS CONTROL. SERVE JUNCTION BOX
WITH CIRCUIT P6-12. EXTEND 3/4" CONDUIT FROM JUNCTION
BOX TO DOOR FRAME.

DATA OUTLET MOUNTED ON CEILING. EXTEND 3/4" CONDUIT
FROM DATA OUTLET TO ABOVE ACCESSIBLE CEILING.

EXTEND (3) 2" CONDUITS FROM ACCESSIBLE CEILING INNEW
SECTION OF BUILDING TO ACCESSIBLE CEILING INEXISTING
SECTION OF BUILDING.

EXTEND A 1" CONDUIT FROM THIS LOCATION TO ABOVE
ACCESSIBLE CEILING INROOM 143 FOR SPEAKER WIRING.

SURFACE MOUNT A 12"x12"x12" NEMA-12 JUNCTION BOX ON
PARAPET WALL. EXTEND A 2" CONDUIT DOWN THROUGH WALL
TO ABOVE ACCESSIBLE CEILING INROOM 143. DO NOT
PENETRATE ROOF WITH CONDUIT - CONNECT CONDUIT TO
JUNCTION BOX THROUGH THE PARAPET WALL.

CONNECT EXISTING GAS-FIRED UNIT HEATERS TO CIRCUITS
P5-30 AND P5-32.

DIGITAL BOARD. INSTALL A QUADPLEX RECEPTACLE AND DATA
OUTLET. VERIFY MOUNTING HEIGHT WITH OWNER'S
REPRESENTATIVE.
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V|

V|

METER PEDESTAL

p— (2 SETS) 4"C, 4 - 350 KCMIL

b— (2 SETS) 4'C, 4 - 350 KCMIL TO SWEPCO POLE

W

GENERATOR

ATS

208/120V, 600A

AUTOMATIC TRANSFER SWITCH

o— (2 SETS) 4"C, 4 - 350 KCMIL, 1- #1

PANEL MDP

208/120V, 600A MCB

208/120V, 200KW

o— (2 SETS) 4"C, 4 - 350 KCMIL, 1- #1

PLAN NOTES

PRIOR TO INSTALLATION VERIFY THE EXACT LOCATION AND
CONNECTION REQUIREMENTS FOR ALL EQUIPMENT DESIGNATED BY
PLANNOTES.

1. PROVIDE (3) SPARE 1" CONDUIT BETWEEN THE GENERATOR
AND AUTOMATIC TRANSFER SWITCH.

2. PROVIDE A BLANK CELL WITH BACKPLATE AND HINGED DOOR.
INSTALL LIGHTING CONTACTORS, TIMECLOCKS AND HOA
SWITCHES IN CELL.

GENERATOR NOTES

1. PROVIDE (3) 1" CONDUITS FROM AUTOMATIC TRANSFER SWITCH
TO GENERATOR FOR CONTROL WIRING.

2.  PROVIDE CONTROL WIRING AS REQUIRED BETWEEN
GENERATOR AND AUTOMATIC TRANSFER SWITCH.

3. PROVIDE (2) 1" CONDUITS WITH 3#10 TO PANEL P6. SERVE
FROM SPARE 20A/1P CIRCUIT BREAKERS. CONNECT CIRCUITS
AS REQUIRED BY GENERATOR.

4. AUTOMATIC TRANSFER SWITCH SHALL BE BYPASS ISOLATION
TYPE AND SERVICE ENTRANCE RATED.

DISTRIBUTION PANEL MDP

208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
600 AMP, MCB
35 KAIC
NEMA-1, SURFACE
CKT BKR
# AMP P LOAD KVA LOAD DESCRIPTION NOTE
1 225 | 3 16.8 PANEL L1
2 225 | 3 29.7 PANEL P1
3 225 | 3 43.4 PANEL P2
4 225 | 3 30.2 PANEL P3
5 225 | 3 51.0 PANEL P4
6 225 | 3 19.9 PANEL P5
7 225 | 3 18.0 PANEL P6
9 40 | 3 4.8 BREATHING AIR MODULE )
10 70 | 3 7.5 BREATHING AIR MODULE J
11 | 225 | 3 SPACE =
12 | 225 | 3 SPACE /"""~
13 | 225 | 3 SPACE ©
14 | 225 | 3 SPACE )
15 | /\/\/\/\,/\/\/\/\/\/\/\JW
| 16"
17
18
19
20

Architects and Planners

.S.K. Reeves V, F.A.l A
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CONNECTED KVA
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4

p— 2"C,4-#4/0, 1-#3

V|

PANEL L1

p— 2"C,4-#4/0, 1-#3

PANEL P1

208/120V, 225A MLO

208/120V, 225A MLO

ONE-LINE DIAGRAM

4

p— 2"C, 4-#4/0, 1-#3

PANEL P2

p— 2"C,4-#4/0, 1-#3

PANEL P3

p— 2"C,4-#4/0, 1-#3

PANEL P4

4
4
4

p— 2"C,4-#4/0, 1-#3

PANEL P5

208/120V, 225A MLO

208/120V, 225A MLO 208/120V, 225A MLO

208/120V, 225A MLO

45"

NOT TO SCALE
. 8-8" (104")
. A N |
8T 2% 26" 1 26" | 26
L1 P1 P3 P5
90"
LIGHTING
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LIGHTING - 16.8 21.0 TOTAL CONNECTED KVA 214 1
RECEPTACLES 61.5 - 35.8 DEMAND KVA 195.3
MOTORS 88.3 11.9 105.3 DEMAND AMPS 542.5
KITCHEN 12.7 - 8.3
OTHER 145 | 84 | 25.0
SPECIAL - - -
$— 2"C, 4-#4/0, 1-#3
PANEL P6
208/120V, 225A MLO
» 36 —
36"
A
ATS
72"
=~ 6" CLEARANCE ' —— 6" CLEARANCE
AROUND ALL AROUND ALL
SWITCHGEAR SWITCHGEAR

STEEL REINFORCED o STEEL REINFORCED

CONCRETE 4"y | CONCRETE

HOUSEKEEPING PAD HOUSEKEEPING PAD

AUTOMATIC TRANSFER SWITCH

NOT TO SCALE

FIRE STATION NO.5

CITY OF LONGVIEW

CONSTRUCTION SET

REVISIONS /ADDENDA

Number | Description | Datelssued |
NO.3 REVISE PANELS 7-3-2020

est. 1947 ? g

MOODY & PHILLIPS
ELECTRIC CO, INC.

ENGINEERING * CONSTRUCTION

1205 S. Bennett Ave.
Tyler, Texas 75701
(903) 597-5001
www.moody-phillips.com
Texas Registration # F-553

® SHEET TITLE:

ONELINE DIAGRAM
AND

SWITCHGEAR
ELEVATIONS

scale: N/A

drawn: CDP

checked: LKP

approved:  LKP

date: JUNE 05, 2020
PROJECT NUMBER:

1006

SHEET NUMBER:

E-401



www.moody-phillips.com

TX Firm Registration #F-000553

PANEL L1

PANEL P1

Architects and Planners

.S.K. Reeves V, F.A.l A
lan A. Reeves, AL A.
Susan Gantt A.l.A., LEED-AP

333 N. Knowles Ave.
Winter Park, Florida 32789
(407) 647-1706

Corporate Registration
Number: BR1177

© 2020 - Moody & Phillips Electric Co.

FIRE STATION NO.5

CITY OF LONGVIEW

CONSTRUCTION SET

7/1/2020 8:18:18 AM

208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO
10 KAIC
NEMA-1, SURFACE
PHASE CKTBKR __|P| _ CKTBKR PHASE
NOTE LOAD DESCRIPTION o Fa e e e R LOAD DESCRIPTION NOTE
POLE LIGHTS 1100 | 1 | 20 | 1 |A| 20 | 1 | 2 | 600 |LIGHTING
POLE LIGHTS 1100 | 3 | 20 | 1 |B| 20 1 | 4 | 972 |LIGHTING
POLE LIGHTS 730 | 5 | 20 1|C| 20 1 6 | 972 |LIGHTING
LIGHTING 1261 | 7 | 20 1 [A| 20 1| 8 | 972 |LIGHTING
LIGHTING 1353 | 9 | 20 | 1 |B| 20 | 1 | 10 | 972 |LIGHTING
LIGHTING 861 | 11 | 20 | 1.C| 20 1 12 | 654 |LIGHTING
LIGHTING 1068 | 13 | 20 | 1 |A| 20 | 1 | 14 | 1157 |LIGHTING
LIGHTING 861 | 15 | 20 | 1 |B| 20 1 | 16 | 1479 |LIGHTING
SPARE 7 20 | 1|C| 20 1| 18 | 642 |LIGHTING
SPARE 19 | 20 1 |A| 20 | 1 | 20 | 870 |LIGHTING
SPARE 21 | 20 1 |B| 20 1 | 22 | 370 |LIGHTING
SPARE 23 | 20 1/C| 20 1 | 24 | 500 |LIGHTING
SPARE 25 | 20 1 |A| 20 1| 26 | 75 |LIGHTING
SPARE 27 | 20 | 1 |B| 20 1 | 28 | 245 |LIGHTING
SPARE 20 | 20 1/C| 20 1 | 30 | 384 |LIGHTING
SPARE 31 | 20 1 [A| 20 1 | 32 | 384 |LIGHTING
SPARE 33 | 20 1 |B| 20 1 | 3 | 768 |LIGHTING.
SPARE 3% | 20 1/C| 20 1 | 3 |( 450 |LIGHTING )
SPARE 3 | 20 | 1 |A| 20 1 38 SPARE——
SPARE 39 | 20 1 |B| 20 1 | 40 | 500 |LIGHTING CONTROL
SPARE 4 20  1/C| 20 1 42 | 1500 |EGRESS LIGHTING
LOAD TYPE G I | Dewano LOAD SUMMARY
LIGHTING - 168 | 210 PHASE A KVA 5.8
RECEPTACLES ; i ; PHASE B KVA 7.0
MOTORS - - : PHASE C KVA 4.0
KITCHEN ; ; ; TOTAL CONNECTED KVA 16.8
OTHER ; ; ; DEMAND KVA 21.0
SPECIAL : : h DEMAND AMPS 58.4
208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO
10 KAIC
NEMA-1, SURFACE
PHASE CKTBKR __|P| _ CKTBKR PHASE
NOTE LOAD DESCRIPTION o Fa T p e e oA LOAD DESCRIPTION NOTE
RECEPTACLE 800 | 1 /20 1 Al 20| - 2 | 840 |AC3
RECEPTACLE 800 | 3 | 20 1 |B| - - | 4 | 840 |
RECEPTACLE 800 | 5 20 1|C| - 3 6 | 840 |
RECEPTACLE 800 | 7 | 20 1 |A| 20 - | 8 | 840 |AC4
RECEPTACLE 600 | 9 | 20 1 |B| - - | 10 | 840 |
RECEPTACLE 600 | 1120 1 |C| - 3 12 | 840 |-
RECEPTACLE 800 | 13 | 20 | 1 |A| 30 | - | 14 | 2040 |CU-3
RECEPTACLE 800 | 15 | 20 1 |B| - - | 16 | 2040 |
RECEPTACLE 600 | 17 | 20 1 |C| - 3 | 18 | 2040 |
RECEPTACLE 200 | 19 20 1 |A| 30 | - | 20 | 2040 |CU-4
RECEPTACLE 200 | 21 | 20 | 1 |B| - | - | 22 | 2040 -
BUNK 800 | 23 | 20 1 |C| - 3 | 24 | 2040 |
BUNK 800 | 25 | 20 1 |A| 20 | - | % | 576 |EF-3
BUNK 800 | 27 20 1 |B| - - 28 | 576 |-
BUNK 800 | 29 | 20 1|C| - 3 3 | 576 |
BUNK 800 | 31 | 20 1 |A| 40 - | 32 | 2832 |RTU=2
BUNK 800 | 33 20 1 |B| - | - | 34 | 2832 |-
BUNK 800 | 35 | 20 1 |C| - 3 | 3 | 2832 |
BUNK 800 | 37 20 | 1 |A| 20 - | 38 | 300 |EF-6
BUNK 800 | 39 20 | 1 |B| - - | 40 | 300 |-
BUNK 800 | 41 20 1/cl - 3 4 | 300 |-
LOAD TYPE ST DEMAND LOAD SUMMARY
LIGHTING 3 i : PHASE A KVA 145
RECEPTACLES 150 | - | 125 PHASE B KVA 14.3
MOTORS 258 | 26 | 312 PHASE C KVA 14.7
KITCHEN i ; i TOTAL CONNECTED KVA 43.4
OTHER ; ; ; DEMAND KVA 437
SPECIAL - - - DEMAND AMPS 121.3

208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO
10 KAIC
NEMA-1, SURFACE
PHASE CKTBKR __|P| _ CKTBKR PHASE
NOTE LOAD DESCRIPTION o e e e o LOAD DESCRIPTION NOTE
RECEPTACLE 200 | 1 20 1 |A| 20| - 2 | 840 |ACH
RECEPTACLE 200 | 3 | 20 1 |B| - | - 4 | 840 |
RECEPTACLE 200 | 5 | 20 1 |C| - 6 | 840 |-
RECEPTACLE 200 | 7 | 20 1 |A| 20 | - 8 | 840 |AC2
RECEPTACLE 200 | 9 | 20 1 |B| - | - 10 | 840 |-
RECEPTACLE 200 | 11,20 1 |C| - 12 | 840 |-
RECEPTACLE 200 | 13 | 20 | 1 |A| 30 - | 14 | 2040 |CU-1
RECEPTACLE 400 | 15 20 1 |B| - | - 16 | 2040 |-
RECEPTACLE 400 | 17 20 1 |C| - 18 | 2040 |-
RECEPTACLE 600 | 19 | 20 1 |A| 30 | - | 20 | 2040 |CU-2
RECEPTACLE 600 | 21 | 20 1 |B| - | - | 22 | 2040 |-
RECEPTACLE 600 | 23 | 20 1 |C| - 24 | 2040 |-
RECEPTACLE 400 | 25 | 20 | 1 |A| 20 - | 2 | 828 [EF-4
RADIANT HEATER 500 | 27 | 20 1 |B| - | - 28 | 828 |
RADIANT HEATER 500 | 29 | 20 1 |C| - | 3 30 | 828 |
RECEPTACLE 400 | 31 | 20 1 |A| 20 - | 32 | 300 [EF5
SHORELINE 500 | 3 | 20 1 |B| - | - | 3 | 300 |
SHORELINE 500 | 35 20  1|C| - | 3 3 | 300 |
SHORELINE 500 | 37 | 20 | 1 |A| 20 1 | 38 | 200 |RECEPTACLE
RECEPTACLE 400 | 39 | 20 1 |B| 20 1| 40 | 750 |CIRCULATING PUMP
RECEPTACLE 400 | 4 20  1]c| 20 1 42 | 200 |RECEPTACLE
LOAD TYPE L | DeMano LOAD SUMMARY
LIGHTING - i 3 PHASE A KVA 9.6
RECEPTACLES 75 | - 7.5 PHASE B KVA 10.4
MOTORS 173 | 51 | 252 PHASE C KVA 9.9
KITCHEN ; i i TOTAL CONNECTED KVA 29.9
OTHER ; ; ; DEMAND KVA 32.7
SPECIAL - - - DEMAND AMPS 90.8
208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO
10 KAIC
NEMA-1, SURFACE
PHASE CKTBKR __|P| _ CKTBKR PHASE
NOTE LOAD DESCRIPTION o e nl e e Lon LOAD DESCRIPTION NOTE
RECEPTACLE 800 | 1 20 1 |A| 20 - | 2 | 840 |KEF-1
RECEPTACLE 1000 | 3 | 20 1 |B| - - 4 | 840 |-
RECEPTACLE 600 | 5 | 20 1 |C| - 6 | 840 |-
RECEPTACLE 600 | 7 | 20 1 |A| 20 | - | 8 | 444 [EF-2
RECEPTACLE 600 | 9 | 20 1 |B| - | - | 10 | 444 |-
RECEPTACLE 800 | 11 20 1|C| - | 3 12 | 444 |
RECEPTACLE 400 | 13 | 20 1 |A| 40 | - | 14 | 2832 |RTU-1
RECEPTACLE 400 | 15 20 1 |B| - | - 16 | 2832 |-
RECEPTACLE 600 | 17 | 20 1 |C| - | 3 18 | 2832 |
RECEPTACLE 800 | 19 | 20 1 |A| 20 1 | 20 | 400 |RECEPTACLE
RECEPTACLE 600 | 21 | 20 1 |B| 20 1 | 22 | 400 |RECEPTACLE
RECEPTACLE 600 | 23 | 20 1 |C| 20 1 | 24 | 400 |RECEPTACLE
RECEPTACLE 800 | 25 | 20 1 |A| 20 1 | 2 | 400 |RECEPTACLE
RECEPTACLE 800 | 27 | 20 1 |B| 20 1 | 28 | 400 |RECEPTACLE
RECEPTACLE 800 | 29 | 20 1 |C| 20 1| 30 | 400 |RECEPTACLE
RECEPTACLE 600 | 31 | 20 1 |A| 20 1 | 32 | 400 |RECEPTACLE
RECEPTACLE 600 | 3 | 20 1 |B| 20 1 | 34 | 400 |RECEPTACLE
RECEPTACLE 600 | 35 | 20 1 |C| 20 | 1 | 3 | 500 |SHORELINE
RECEPTACLE 400 | 37 | 20 1 |A| 20 | 1 | 3 | 500 |SHORELINE
RECEPTACLE 400 | 39 | 20 1 |B| 20 | 1 | 40 | 500 |SHORELINE
RECEPTACLE 600 | 41 | 20 1 /Cl 20 1 | 42 | 400 |RECEPTACLE
LOAD TYPE ST DEwAtD LOAD SUMMARY
LIGHTING 3 ; 3 PHASE A KVA 10.2
RECEPTACLES 185 - | 142 PHASE B KVA 10.2
MOTORS 110 13 | 14.8 PHASE C KVA 10.4
KITCHEN ; ; i TOTAL CONNECTED KVA 30.8
OTHER ; ; ; DEMAND KVA 29.1
SPECIAL - - - DEMAND AMPS 80.6

REVISIONS /ADDENDA
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208/120 VOLT, 3 PHASE, 4 WIRE NOTES: 208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO 225 AMP, MLO
10 KAIC 10 KAIC
NEMA-1, SURFACE NEMA-1, SURFACE
PHASE CKT BKR p CKT BKR PHASE PHASE CKT BKR P CKT BKR PHASE
NOTE LOAD DESCRIPTION LOAD S TAMP | P IHIANP P | % LOAD LOAD DESCRIPTION NOTE NOTE LOAD DESCRIPTION LoAD | & AMP P HIAWP P | # LOAD LOAD DESCRIPTION NOTE
RECEPTACLE 200 1 120 1[A[20] - | 2 936 |EF-1 RECEPTACLE 200 1 120 1 |Al20 ] 1] 2 1000 |DISHWASHER
RECEPTACLE 600 3 |20 1B - | -] 4 936 |- RECEPTACLE 200 3 /20 1/B] 20 1 4 200 |RECEPTACLE
RECEPTACLE 400 5 |20 1]c| - [ 3] &6 936 |- RECEPTACLE 200 5 |20 1]/c| 50 | - | 6 3120 |OVEN
RECEPTACLE 1000 7 120 1Al 20 - | 8 600 |KMAF-1 RECEPTACLE 400 7 20 1 (Al - [ 2] 8 3120 |- Architects and Planners
RECEPTACLE 800 9 20 1/B] - | -]10 600 |- RECEPTACLE 400 9 (20 1 [B[ 20| 1] 10 SPARE LS.K. Reeves V. FALA.
RECEPTACLE 200 1120 1]|c| - [ 31 600 |- RECEPTACLE 400 11 120 1 /¢l 20 1 12 | 1200 |MICROWAVE lan A. Reeves, A.LA.
RECEPTACLE 200 13 120 1 |Af3 | - [ 14 | 1600 |HVLSFANS RECEPTACLE 200 13 |20 | 1 [A| 20| 1 | 14 | 1200 |[MICROWAVE Susan Gantt A.LA., LEED-AP
RECEPTACLE 200 5 |20 1B - | - | 16 | 1600 |- J RANGE 300 15 | 20 | 1 [B| 20 | 1 | 16 750 |IDF RACK 333 N. Knowles Ave
GAS WATER HEATER 500 17 120 | 1 [ch.- | 3| 18 | 1600 |- J HOOD CONTROL CABINET 500 17 |20  1/cl 20 1| 18 750 |IDF RACK Winter Park, Florida 32789
WELDING 1500 | 19 [ 50 | - [A] 60 | - | 20 | 3800 |DRYING CABINET KITCHEN HOOD 500 19 [ 20 1 |A] 20 | - | 20 | 1200 [COFFEE MAKER (407) 647-1706
- 1500 | 21 | - | 2 [B| - | 2 | 22 | 3800 | RECEPTACLE 200 21 120 1[B] - 2] 2 | 1200 |- Gorporate Registraton
DRYER EXHAUST FAN 600 23 120 1]cl 20| 1] 2 SPARE KITCHEN HOOD 500 22 20| 1[cl20] 1] 24 400 |RECEPTACLE Number: BR1177
DRYER EXHAUST FAN 600 25 120 | 1 [A[ 20 ] - | 26 840 |EXTRACTOR/WASHER RECEPTACLE 400 25 (20 1 [A[20] 1] 26 800 |RECEPTACLE
DRYER RECEPTACLE 2250 | 27 |30 | - |B| - | - | 28 840 |- RECEPTACLE 400 27 |20 1/B| 20| 1] 28 400 |RECEPTACLE i
- 2250 | 29 | - | 2 c| - [ 3] 3 840 |- RECEPTACLE 200 29 (20 1[c[20] 1] 3 500 |UNIT HEATER % oF ‘r‘s":
DRYER RECEPTACLE 2250 | 31 | 30 | - |A| 20 [ 1| 32 400 |RECEPTACLE RECEPTACLE 200 31 1 20 1 [A[20] 1] 3 500 |UNIT HEATER ST NN
- 2250 | 33 | - | 2 |B| 20| 1| 34 SPARE RECEPTACLE 200 33 [ 20| 1 [B| 20| 1] %4 SPARE 207 jk )
ELECTRIC WATER HEATER 2250 | 35 | 30 | - |C| 20 [ 3 P RECEPTACLE 200 3 [ 20 | 1 [c| 20| 1] 36 SPARE gt g
- 2250 | 37 | - | 2 |Af30 | - | 38 | 1600 |HVLSFANS ) RECEPTACLE 200 37 [ 20 | 1 [A[ 20| 1] 38 SPARE Groomes i s00d
ICEMAKER, 1832 |3 |20 1|B] - | -] 4 | 1600 |- J DISHWASHER 1000 | 39 | 20 | 1 [B| 20 | 1| 40 SPARE U 2, 2B oGS
( |RECEPTACLE 400 ) 41 | 20 1 |Ch .- 3 | 42 1600 |- S DISPOSAL 400 4 120 1 [Ccl20 ]| 1 4 SPARE 'a,&é;-ﬁ'.?.t?.‘f-\;;,\\;:
s
LOAD TYPE G I | Dewano LOAD SUMMARY LOAD TYPE L | DeMano LOAD SUMMARY 0(\5 W
LIGHTING - - - PHASE A KVA 17.3 LIGHTING - - - PHASE A KVA 8.0 / /
RECEPTACLES 15.6 - 12.8 PHASE B KVA 17.8 RECEPTACLES 5.7 - 5.7 PHASE B KVA 4.6 bfr2/20
MOTORS 14.7 2.8 20.1 PHASE C KVA 15.9 MOTORS 1.5 - 1.6 PHASE C KVA 6.9
KITCHEN - - - TOTAL CONNECTED KVA 51.0 KITCHEN 12.2 - 8.0 TOTAL CONNECTED KVA 19.4 FIRE STATION NO.5
OTHER 9.5 84 20.0 DEMAND KVA 52.9 OTHER - - - DEMAND KVA 15.3
SPECIAL - - - DEMAND AMPS 146.7 SPECIAL - - - DEMAND AMPS 42.4

CITY OF LONGVIEW

CONSTRUCTION SET

REVISIONS /ADDENDA

© 2020 - Moody & Phillips Electric Co.

|__Number | Description | Datelssued |
P AN E L P 6 NO.3 REVISE PANELS 7-3-2020
208/120 VOLT, 3 PHASE, 4 WIRE NOTES:
225 AMP, MLO
10 KAIC
NEMA-1, SURFACE
PHASE CKT BKR P CKT BKR PHASE
)IQ';E LOAD DESCRIPTION _10AD | # AMP| P |H| AMP)-P # - f\kQAD/\MLOAD DESCRIPTION NOTE
OVERHEAD DOOR 750 1 307 A} 20 1 2 SPARE )
- 750 3 - - {Bf 20 | 1| 4 SPARE )
- 750 5 - | 3]cr20 1 6 SPARE ) est. 1947
OVERHEAD DOOR 750 7 30 - 1 8 SPARE ./
- 750 9 - - f{B| 20 | 1] 10 500 |GATE OPERATOR
- 750 11 - 3 | 20 1 12 400 |DOOR ACCESS
OVERHEAD DOOR 750 13 30 - |A| 20 1 14 500 |GATE OPERATOR MOODY & PHILLIPS
- 750 15 - - N\B| 20 1 16 SPARE
- 750 17 - 3 ¥C| 20 - 18 450 |[EXHAUST FAN ELECTRIC CO’ INC'
OVERHEAD DOOR 750 19 30| - J)A| - - |2 450 |- ENGINEERING * CONSTRUCTION
- 750 21 - - |B - 3 22 450 - 1205 S. Bennett Ave.
- 750 23 - 3 {C| 30 - 24 1667 |UNIT HEATER Tyler, Texas 75701
OVERHEAD DOOR 750 25 30 - JA| - - 26 1667 |- (903) 597-5001
- 750 27 - - |B| - 3 | 28 1667 |- www.moody-phillips.com
_ 750 29 _ 3 {c| 20 1 30 SPARE Texas Registration # F-553
OVERHEAD DOOR 750 31 30 - YA| 20 1 32 SPARE
- 750 33 - - |)B| 20 1 34 SPARE
- 750 35 - 3 \C| 20 1 36 SPARE °
SPARE 37 | 20 | 1JA| 30 - | 38 | 1667 |UNIT HEATER SHEET TITLE:
SPARE 39 | 20 1 /B| - - 40 1667 |-
SPARE 41 20 1)lCc| - 3 42 1667 |- PANEL
CONNECTED KVA SCHEDULES
DEMAND
LOAD TYPE NON CONT VA LOAD SUMMARY
LIGHTING - - - PHASE A KVA 6.8
RECEPTACLES - - - PHASE B KVA 6.0
MOTORS 18.0 - 18.4 PHASE C KVA 5.2
KITCHEN - - - TOTAL CONNECTED KVA 18.0 scale: N/A
OTHER - - - DEMAND KVA 18.4 drawn: CDP
SPECIAL - - - DEMAND AMPS 51.0 checked:  LKP
approved:  LKP
date: JUNE 05, 2020
PROJECT NUMBER:

SHEET NUMBER:

E-403

7/1/2020 8:53:24 AM
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